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RE:  Stag’s Leap Wine Cellars 

5766 Silverado Trail 
Napa, CA  
APN 039‐030‐040 
Wastewater Feasibility Study 

  Project Number  2012088   

 
Dear Ms. Withrow: 

Enclosed is an updated Wastewater Feasibility Study (WWFS) for Stag’s Leap Wine Cellars (SLWC). The 

winery has an existing Use Permit (03469‐UP) that allows for a 330,000 gallon winery, a Visitor Center, 

tasting visitors and events. The Visitor Center has been constructed. 

SLWC is applying for a modification to the Use Permit to increase the size of marketing events and to 

replace two of their production buildings. The modifications will not change the operating parameters of 

the winery and the production level will not be increased. The existing process wastewater management 

system is operating within permitted requirements. Therefore, the process wastewater management 

system will not be altered and is not discussed in the enclosed Wastewater Feasibility Study. 

Since the previous WWFS update, the facility marketing plan has changed such that the facility’s largest 

off‐site catered and on‐site catered events have reduced from 300 and 120 guests, respectively, to 

accommodate 250 and 100 guests, respectively. The existing winery domestic sanitary sewage (SS) 

systems serve winery employees, kitchen waste, and tasting and event guests. The existing SS disposal 

systems include a standard leachfield (known as the “cave” system) and a pressure distribution (PD) 

system. No changes are proposed which will increase flows to the cave system. The existing PD system is 

proposed to be expanded to account for the increase in event guests associated with the proposed 

marketing plan. The number of winery employees and tasting guests are not proposed to increase.  

A description and sizing criteria for each system is provided in Enclosure A of this report. Additional 

enclosures are detailed below for your convenience. 
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Wastewater Feasibility Study Contents: 

Enclosure A:  SS System Schematic 

Overall Site Plan 

SS Wastewater Management System Description 

Enclosure B:  Existing Pressure Distribution System Documentation 

Enclosure C:  Pressure Distribution Reserve Area Site Evaluation 

 

If there are any questions or you would like additional information please contact us at your 

convenience. 

 

 

Sincerely, 

 

Stella Tan, P.E. 

Staff Engineer 
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ENCLOSURE A 

SS SYSTEM SCHEMATIC 

OVERALL SITE PLAN 

SS WASTEWATER MANAGEMENT SYSTEM DESCRIPTION 
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WASTEWATER MANAGEMENT SYSTEM DESCRIPTION 

SANITARY SEWAGE 

PROJECT DESCRIPTION 

Stag’s Leap Wine Cellars (SLWC) proposes to increase their marketing events and construct a new 
production building to replace existing buildings 1 and 2. No increase in wine production is proposed. 
Therefore, only the SS flows generated by hospitality related functions will increase.  

Stag’s Leap Wine Cellars has constructed a new Visitor Center (B13‐00758) as allowed under the current 
Use Permit (03469‐UP). Improvements to the sanitary sewage collection system were constructed under 
a tank only permit (E13‐00258). Additional improvements to the sanitary sewage disposal system will 
need to be accomplished to accommodate increased hospitality flows. 

Flows from the Visitor Center will include sanitary sewage from tasting and event guests.  Wine tasting 
operations will be moved from building 5 to the new Visitor Center. The PD system will be expanded to 
handle the flows from the proposed increase in marketing events. The existing standard cave system will 
not be modified. 

DESIGN FLOWS 

Events per the marketing plan will be accommodated with meals prepared onsite. Meals will be 

prepared in the existing cave kitchen, which includes a grease interceptor and discharges to the existing 

PD system.  

 

SLWC currently has two existing onsite septic systems for winery sanitary sewage flows; a 510 lineal foot 

(LF) standard leachfield and a 1,100 LF pressure distribution (PD) system. Domestic flows from the cave 

restrooms are served by the existing standard leachfield, known as the “cave” system. No changes are 

proposed which will increase flows to the existing cave system. See the SS System Schematic for a flow 

diagram of each system and drawing UP1 for the location of the buildings on the site. 

Existing PD System 

The PD System currently serves domestic wastewater flows from buildings 2, 3, and 5, and the cave 

kitchen. No SS flows are generated in buildings 1 or 4. The PD system will also serve the new Visitor 

Center which will host events and tastings currently occurring in building 5. The PD system will be 

expanded to account for the proposed marketing events (meals to be prepared in the cave kitchen 

only). Buildings 1 and 2 will be replaced by the proposed new production building. No increase in 

sanitary flows is proposed in the new production building as there is no increase to the total number of 

employees onsite. 
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Wastewater Generation Estimate: 

   Number    

Wastewater 

Generation 

(GPD)    

Total 

Wastewater

(GPD) 

Employees  80  @  15  =  1,200 

Tasting   300  @  3  =  900 

Peak Event (with meal)*  100  @  15  =  1,500 

3,600 GPD 

* Event contributions will vary from 375 to 1,500 gpd. Events shall be scheduled to prevent 
overlap exceeding the expanded disposal field capacity. For example, an event with meals 
prepared onsite would not occur the same day when the largest event (250 persons with 
catered appetizers) is occurring. 

Large Event Wastewater Generation Estimate: 

   Number    

Wastewater 

Generation 

(GPD)    

Total 

Wastewater 

(GPD) 

Employees  80  @  15  =  1,200 

Tasting   300  @  3  =  900 

Event (with catered 

appetizers)  250  @  3  =  750 

2,850 GPD 

 

 

Existing PD System Capacity        1,770 GPD 

Expansion PD System Capacity Required      1,830 GPD 

          3,600 GPD 

 

The total projected facility sanitary wastewater flow is 3,600 gpd. Improvements to the disposal system 
are proposed for accommodating the additional flows (1,830 gpd).  

Kitchen SS Flows  
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For the events which provide a meal, a generation rate of 15 gallons of SS per event attendee is 

assumed.  Of the 15 gallons, 5 gallons should be assumed to be associated with food preparation and 

cleanup and 10 gallons is assumed as a contribution from attendee restroom use.  Therefore, the 

maximum flow generated by the kitchen is calculated as follows: 

  100 meals x 5 gpd (onsite prepared meal)  =  500 gpd 

A SS flow of 500 gpd has been used to size the kitchen grease interceptor and downstream elements 

associated with only the kitchen.   

GREASE INTERCEPTOR SIZING 

The maximum flow generated by the kitchen is projected to be 500 gpd for food preparation.  

Therefore, the grease interceptor is sized as follows: 

 

Minimum Volume =  Number of meals x WW Generation Rate x Retention Time x Storage Factor 

      =  100 meals peak x 6 gal/meal WW x 2.5 x 1.0 

      =   1,500 gallons       

The existing grease interceptor will be replaced with a 1,500 gallon precast concrete grease interceptor 

to handle kitchen SS flows. 

SYSTEM SIZING 

Existing PD System 

A site evaluation was performed in the area of the existing PD system on September 15, 2003 by Summit 
Engineering.  Sandy clay loam was present in each of the four profiles that were excavated to depths of 
72 to 82 inches.  A percolation rate of 1 to 3 in/hr was assigned to the soils and the system was designed 
with a perc rate of 2 in/hr and an application rate of 0.560 gal/SF/day. This application rate is between 
the accepted application rates of 0.5 to 0.8 gal/SF/day for weak/moderate to strong sandy clay loam 
soil.  The pressure distribution system was designed and constructed with 36‐inch deep trenches in 
native soil, 18 inches of gravel below the pipe and a trench sidewall area of 3.0 square feet/lineal feet 
(SF/LF) with 12 to 16 inches of fill material.  

The system was permitted for a flowrate of 1,770 gpd. The design incorporated a total of 1,100 LF of PD 
lines at 6 feet on center. The total installed leachfield length exceeded the minimum required for 
disposal of the estimated flow.  

PD System Expansion 

In order to accommodate the proposed marketing events, the disposal system needs a total capacity of 
3,600 gpd. Therefore, the PD system needs to be expanded to accommodate the additional 1,830 gpd.   
To remain consistent with the design basis for the existing PD system, an application rate of 0.560 
gal/SF/day is utilized for calculation of the necessary leachline length. This corresponds with a 
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percolation rate of 20 MPI or 2 inches per hour. The lineal footage required to accommodate the 
additional flow is as follows: 

Leachline (LF)   =     1,830 gpd  ________  
        3.0 SF/LF * (0.56 gal/SF/day) 

      = 1,090 LF 

The required additional PD lines can be constructed in the area directly north east  of the existing PD 
system. These areas are within the extents suitable for expansion given the site evaluation. See Use 
Permit drawing UP‐1 for the location of the proposed expansion area and Enclosure B for the PD system 
site evaluation findings. 

Reserve Areas 

A site evaluation performed by Summit Engineering on November 15, 2012 for location of a new reserve 
area associated with expansion of the PD system. Approximately 170,000 SF of sandy clay loam and 
sandy clay soils was found to be suitable for a PD or subsurface drip disposal system with acceptable soil 
depths between 30” and 54”. Some pits had less than 30” and were not considered in this report for 
potential reserve area though fill could be placed in some of these locations to meet County code 
requirements and qualify as acceptable areas.  See Enclosure C for the reserve area site evaluation 
report. 
 
Since the PD expansion will be constructed on the current reserve area, new reserve area will need to be 
established. Assuming a subsurface drip disposal reserve system, the total area required would be: 
 

Subsurface Drip Area (SF) =   3,600 gpd___  * 200%  
                0.30 gal/SF/day 

      = 24,000 SF  

The required reserve area can be accommodated within the boundaries of acceptable test pits found 

during the site evaluation. See Use Permit drawing UP‐1 for the location of the proposed reserve area. 

SANITARY SEWAGE CONVEYANCE, TREATMENT AND DISPOSAL 
 
The sanitary sewage conveyance, treatment, and disposal elements for the sanitary sewage systems 
include the following components: 
 
1) Collection System  
2) PD System Septic Tanks 
3) Grease Interceptor 
4) Production Building Pump Sump  
5) PD System Dosing Tank 

6) PD Expansion Leachfield 

7) Reserve Areas 

A discussion of each of these components is provided below. Refer to the SS system schematic for a flow 
diagram of the SS management system. 
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1)  Collection System 

The SS gravity and force main collection system is existing. If the new production building encroaches 
upon the existing septic tank area, the septic tanks will be relocated or replaced in kind.  

2)  PD System Septic Tanks 

Visitor Center 

Individual existing SS septic tanks serve buildings 2, 3, and 5, and the cave kitchen. A new septic tank 
was installed during the construction of the Visitor Center to serve the flows from the Visitor Center 
only. Flows generating from the Visitor Center include: 

   Number    

Wastewater 

Generation 

(GPD)    

Total 

Wastewater 

(GPD) 

Employees  15  @  15  =  225 

Tasting   300  @  3  =  900 

Peak Event*  100  @  10  =  1,000 

2,125 GPD 

 

The required septic tank size for commercial systems is based on the Uniform Plumbing Code formula: 

1,125 + 0.75 x Flow rate 

1,125 + 0.75 (2,125 gpd) = 2,719 gallons 

A 3,000 gallon precast concrete septic tank was installed in 2013 (permit E13‐00258) for solids removal 

prior to flowing to the dosing tank and being pumped to the PD leachfield.  An effluent filter was also 

installed to remove additional suspended solids. 

Production Buildings 

   Number    

Wastewater 

Generation 

(GPD)    

Total 

Wastewater 

(GPD) 

Employees  65  @  15  =  975 

Wine Cave Kitchen          500 

1,475 GPD 

The existing septic tanks serving building 2 and the cave kitchen consists of two 1,200 gallons tanks near 

Building 1 and a 1,500 gallon tank south of Building 5. There are also two 1,500 gallon septic tanks for 
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building 3, located southwest of building 4. Therefore the total existing septic tankage serving the 

winery production buildings is 6,900 gallons. The required septic tank size for commercial systems is 

based on the Uniform Plumbing Code formula: 

1,125 + 0.75 x Flow rate 

1,125 + 0.75 (1,575 gpd) = 2,306 gallons 

The existing septic tankage exceeds the minimum capacity required. Therefore no improvements to the 

existing septic tanks are proposed. 

3) Grease Interceptor 

A precast concrete grease interceptor of approximately 1,500 gallons is proposed for removal of oil and 

grease from the kitchen prior to discharge to the septic tanks.  Oil and grease removal reduces pump 

failure and clogging of disposal systems. 

4)  Production Building Pump Sump 

The construction of the proposed production building may also require replacing and relocating the 

existing sump pump serving the existing production building (Building 2). If this sump is required, the 

pump sump shall be designed to meet Napa County standards. This will likely be a circular sump with a 

total capacity of approximately 100 gallons. Alternatively, a pump tank style system may be installed 

utilizing the minimum sized precast tank commonly available which is 750 gallons. 

5)  PD System Dosing Tank 

The existing precast concrete dosing tank for the PD system is approximately 1,500 gallons and contains 
a duplex pump system. Dosing tanks shall ideally be sized for at least 1.5 times the average daily flow to 
allow for timed dosing to the disposal field: 

1.5 x 3,600 gallons = 5,400 gallons 

The existing dosing tank is not large enough to serve the proposed expanded PD system. A 5,000 gallon 
precast concrete dosing tank is proposed to be added adjacent to the existing pump tank. The bottom of 
the tanks would be connected so they would operate essentially as one tank with a new set of duplex 
pumps to direct wastewater to the new PD lines.  

Alternatively, the facility may want to replace the existing tank entirely. If that is desired, a new 6,000 
gallon dosing tank would be added to the system.  Costs and construction phasing will be elements for 
consideration by the Owner prior to making a decision on which approach they wish to install. 

6)  PD Expansion Leachfield 

As discussed in the System Sizing section, a minimum of 1,090 LF of additional pressure distribution 
laterals are needed to meet the proposed increased design flows. The PD leachfield trenches will be 
excavated to a depth of 36 inches with the bottom 18 inches filled with ¾‐inch drain rock. A 2‐inch 
leachline lateral will be placed on top with two more inches of drain rock to cover the lateral. A 
minimum of 12 inches soil cover consisting of native backfill will be placed on top of the rock gallery.  
The disposal area has a slope between 0‐5% requiring a minimum trench spacing of 5 feet on center and 
following the contour of the natural grade. 
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7)  Reserve areas 

As discussed in the System Sizing section, a new reserve area will be established for the PD system. A 
subsurface drip style system is proposed for the reserve area as this provides the greatest degree of 
flexibility should the reserve area need to be utilized in the future. 

OTHER CONSIDERATIONS 

Odor Control 

There should be no noxious odors from a properly designed and operated system.   

Ground Water Contamination 

The nearest water well to the any of the sanitary wastewater treatment and disposal systems is greater 
than 100 feet. No disposal of wastewater will occur within 100 feet of any existing wells.   

Protection 

Disposal areas should be protected from heavy equipment to avoid potential damage to the system. 
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ENCLOSURE B 

 

(E) PRESSURE DISTRIBUTION SYSTEM DOCUMENTATION 
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ENCLOSURE C 

 

PRESSURE DISTRIBUTION RESERVE AREA SITE EVALUATION  
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